ABSTRACT
As a part of a commissioning study, the cooling ceiling system of a large commercial building located in Belgium is evaluated. A representative office has been instrumented and data on the cooling ceiling system operating in real conditions have been collected. The simulation of the whole system is performed by means of a dynamic thermal model of the building and its HVAC system. The model considers the radiant panels as a dynamic-state finned heat exchanger connected to a simplified lumped dynamic model of the building. The behavior of the radiant ceiling system and the interactions with his environment (walls, ventilated façade, internal loads and ventilation system) has been experimentally and numerically evaluated. Commissioning test results show that the influence of surfaces temperatures inside the room, especially the façade, is considerable. Then, it is clear that the radiant ceiling system must be evaluated together with its designed environment and not as separate HVAC equipment.

INTRODUCTION
Radiant ceiling systems have been used for many years in commercial applications. The radiant ceiling system consists actually in an air distribution system coupled to a cooled or heated ceiling surface. According to Conroy et al. (2005), cooling ceiling systems significantly reduce the amount of air transported through the building (often only about 20% of the normal all-air system air flow rates). This results in the reduction of the fan size, energy consumption and ductwork dimensions.

The radiant ceiling system employs long-wave radiation and convective heat exchanges to supply or remove heat from a space, and maintains acceptable indoor air quality and controls indoor air humidity by means of mechanical ventilation. The heating or cooling power of a radiant ceiling is a function of the heat transfer between the ceiling and its environment. This heat transfer is the sum of two terms: a radiation term and a convective term. The radiation heat transfer depends of room geometry, surface characteristics of the ceiling, walls and façade and their interactions. The convective heat transfer is a function of the air velocity and direction at the ceiling level, the location and the geometry of the air diffusers, the panel perforations and the interactions with the internal heat sources.

The operation of a radiant ceiling system has also to prevent two side-effects associated with its presence in the building:
1. Deterioration of comfort conditions due to the asymmetrical character of the radiant heat exchange;
2. Condensation risk in cooling mode.

The few computer models currently available were developed specially as design tools for radiant cooling systems and usually as stand-alone programs to evaluate their performances. In general, these models cannot be used to determine the global behavior of radiant ceiling systems (cooling and heating) in any conditions other than the specific design conditions and without considering all the influences mentioned above.

In the first part of this paper, the studied system and the proposed dynamic model are described. A commissioning case study of a cooling ceiling system installed in an existing office building located in Brussels is then presented.

MODELING
Studied system
Radiant ceiling systems generally exist in two constructive versions: copper tubes and synthetic capillary tube mats. The cooling ceiling system studied here uses cooling mats consisting of numerous thin capillary tubes (inner diameter = 2.3 mm) made in polyethylene that are arranged in parallel. The distance between the individual small tubes through which chilled water flows is small enough to ensure that a homogeneous temperature is produced on the bottom side of the ceiling (Figure 1).
The cooling mats is placed on top of perforated metal ceiling panels with a layer of mineral wool installed above.

![Image of capillary tube mats cooling ceiling system](image1)

**Figure 1.** Configuration of the capillary tube mats cooling ceiling system

The dynamic model developed in this study considers basically the heat exchange between a room and the adjacent zones. Several dynamic thermal balances in dry regime are calculated for the active radiant ceiling, the room, the ceiling void air and the adjacent walls (external and internal walls as well as ceiling and floor slabs). The window behavior is modeled assuming steady-state condition. The main model inputs are the air temperature of the adjacent zones, the water temperature and mass flow rate, internal thermal loads and the supply air temperature and flow rate at the diffuser discharge. The model allows estimating the water exhaust temperature, radiant ceiling average surface temperature, resultant and dry air temperatures, the radiant ceiling power and also the internal surface temperatures of the room in order to compare with the measurements recorded during the commissioning process.

Convective and radiation heat exchanges are not aggregated in the present model and air convective and mean radiant temperatures are computed.

**Radiant ceiling system model**

As shown in Figure 2, a detailed R-C model is used to simulate the thermal behavior of the system. Considering the symmetry between tubes, the applicable boundary conditions are:

1) No heat flow in the fin representing the ceiling at midway between the tubes;
2) Ceiling fin base temperature ($t_{RC,0}$) and the fin temperature immediately below the tube.

![Image of R-C model scheme](image2)

**Figure 2.** R-C model scheme

The radiant ceiling can be considered as a fin where only the dry regime is considered. The thermal balance of this sub-system considers the convective heat transfer on the water side (in transition or turbulent flow as the main design conditions), conduction through the tube shell and union system (tube-ceiling surface) and convective and radiation heat transfers from the tube external surface and ceiling surface to the ceiling cavity and room.

The radiant ceiling model is described in details in Fonseca et al. 2009a. The fin effectiveness, mixed convection close to the radiant ceiling surface (generated by the ventilation system) and panel perforations influence are considered.

The total thermal power extracted from the zone by water ($Q_{total}$) in cooling mode can be calculated from the dynamic water (eq. 1) and radiant ceiling (eq. 2) thermal balances as:

\[ U_w = Q_{total} - Q_{RC} - Q_{t,cavity} \]  
\[ U_{RC} = Q_{RC} - Q_{RC,ceiling} - Q_{RC,room} - Q_{U,ceiling,room} \]

And

\[ \Delta U_w = \int_{t}^{t+\Delta t} U_w \, dt \]  
\[ \Delta U_{RC} = \int_{t}^{t+\Delta t} U_{RC} \, dt \]  
\[ \Delta U_w = C_w(t_{water} - t_{water,1}) \]  
\[ \Delta U_{RC} = C_{RC}(t_{RC,ave} - t_{RC,ave,1}) \]

Where

- $Q_{RC}$ is the total thermal energy extracted by the radiant ceiling panel, [W];
- $Q_{t,cavity}$ is the heat flow rate through the tube external surface from the ceiling cavity, [W];
- $Q_{RC,ceiling}$ is the heat flow (convection + radiation) coming from the ceiling cavity, [W];
- $Q_{RC\text{-}room}$ is the heat flow (convection + radiation) coming from the room, [W];
- $Q_{\text{load,RC}}$ is the radiative fraction of the room internal thermal load on the radiant ceiling, [W];
- $C_{w}$ is the thermal of the water into the active radiant ceiling, [W K$^{-1}$];
- $C_{RC}$ is the global radiant ceiling thermal mass (tubes, union system and metallic plates), [W K$^{-1}$].

**Thermal zone model**

Two zones are considered in this global model: the room and the ceiling void. Each zone is represented by means of a sensible convective thermal balance. The dynamic behavior of each zone is modeled by an air thermal capacity corrected in order to take into account the thermal capacity of the furniture included in the zone.

The thermal balance of the room (eq. 4) includes the convective part of the internal loads, the sensible contribution of the mechanical ventilation and the convective heat exchange between the indoor air and the surrounding surfaces (cooling ceiling and horizontal and vertical walls...). The mathematical expression of this third thermal balance is given by equations 7 to 9.

$$U_a = Q_{RC\text{-}conv,vis} + \sum_i Q_{i\text{-}conv,vis} + Q_{\text{load,conv}} + Q_{\text{vent}}$$  \(7\)

$$\Delta U_a = \int_{t_1}^{t_2} U_a \, dt$$  \(8\)

$$\Delta U_a = C_a(t_{a\text{-}room} - t_{a\text{-}room,1})$$  \(9\)

The same method is applied to the ceiling cavity. This second dynamic thermal balance includes the convective heat exchanges with the surrounding surfaces (including the cooling ceiling system), the convective heat gain from lighting fixture and water and air conduits (Figure 3).

The convective heat transfer coefficients along the internal sides of the zones vertical walls are calculated by Churchill and Chu correlations (Incropera and DeWitt, 1996), over the entire range of Rayleigh number (eq. 10).

$$N_{us} = \left[0.825 + 0.387 \times \frac{Ra^{1/6}}{Pr} \left(\frac{Pr}{Pr_0}\right)^{9/16} \right]^{3/7}$$  \(10\)

Where
- $N_{us}$ is the Nusselt number, [-];
- $Ra$ is the Rayleigh number, [-].

For the floor surface the Mc Adams correlations are used (Incropera and DeWitt, 1996):

- For an upper cooled surface: $Ra \leq 10^{10}$
  $$N_{us} = 0.27 \times Ra_{cc\text{-}room}^{1/4}$$  \(11\)
- For an upper heated surface: $Ra \geq 10^{5}$
  $$N_{us} = 0.54 \times Ra_{cc\text{-}room}^{1/4}$$  \(12\)

The convective heat exchange on the radiant ceiling surface (active or inactive) is a more complex process, considering the combined effects of ventilation, ceiling perforations, internal thermal loads, façade and radiant ceiling operation. The too important number of configurations and possible combinations of these elements in the modern buildings avoid describing completely the phenomenon with a correlative method. The existing correlations were developed based on experimental measurement for some specific conditions of ventilation and internal thermal loads (Alamdari and Hammond, 1983, Spitler and Fisher, 1991, Awbi and Hatton, 2000). Some experimental studies were performed considering the individual influence of some of these parameters on the comfort conditions: Different Load distributions effect (Behne, 1996), ventilation system effect (Kulpmann, 1993) (Behne, 1999), façade effect (Fredriksson et al, 2001), therefore it can be only an approximation of the actual phenomenon.

According to ASHRAE (2004), only natural convection (NC) should be considered on the cooling ceiling surface. Incropera and DeWitt (1996) suggest:

$$N_{us} = C_{h,RC\text{-}room} \times Ra_{RC\text{-}room}^{1/n}$$  \(13\)

For pure natural convection in cooling mode for a cooled plate facing downwards the coefficient are $C_{h,RC\text{-}room}=0.54$ and $n=4$ (for $10^{5} \leq Ra \leq 10^{10}$) or $C_{h,RC\text{-}room}=0.15$ and $n=3$ (for $10^{5} \leq Ra \leq 10^{10}$). For these heat transfer coefficient calculations, the characteristic length of the radiant ceiling panel is defined as the ratio between the panel area and its perimeter.
As mentioned before, to prevent any condensation risk, moisture has usually to be removed from the room through a mechanical ventilation system which generates some air movement around the ceiling system. This makes that the above-defined natural convection heat transfer coefficient needs to be affected by a correction factor (including also the effect of the panels’ perforations).

Forced convection (FC) is negligible if \((\frac{Gr}{Re^2})\) ≈ 1. Hence the combined free and forced (or mixed) convection regime is generally one for which \((\frac{Gr}{Re^2})\) is 0.9 to 0.68. Therefore to combine the effects of natural and forced convection at ceiling surface the Yuge (1970) method is used.

\[
Re_L = \frac{u_{\infty} \cdot L_{RC,FC}}{\nu}
\]  

The air velocity on the cooling ceiling \((u_{\infty})\) and the characteristic length in forced convection \((L_{RC,FC})\) distance of jet detachment are defined from diffuser manufacturer’s catalogue.

Finally, the combined local heat transfer coefficient is given by eq. 16.

\[
h_{RC,room,conv} = \frac{k_{air}}{L_{c,RC}} \cdot Nus_{RC,room,comb}
\]

The characteristic length of combined convection \((L_{c,RC})\) is usually obtained from experiments, considering various ventilation systems, thermal load types and distributions as well as the facade effect.

**Wall model**

The heat flow passing through the room envelope is the sum of two contributions: the heat transmission through windows (without thermal inertia effect) and opaque massive walls (with thermal inertia effect). A two-port R-C network model is used to simulate each surrounding wall (floor and ceiling slabs, partition walls…) massive walls. The parameters of this wall R-C network are adjusted through a frequency characteristic analysis. This building zone model has been successfully validated by means of analytical, experimental and comparative validation tests (Bertagnolio et al., 2008).

In the present study, isothermal boundary conditions (Masy, 2008) are used for external and internal walls. The admittance matrix method is used to calculate the whole wall transmittance and admittance whose modulus are imposed to the 2R1C model in order to adjust its parameters.

The (convective) thermal balance on the internal node of the external wall model can be expressed as follows:

\[
U_{e,w} = \dot{Q}_{\text{out}_e,w} - \dot{Q}_{\text{in}_e,w}
\]

\[
\Delta U_{e,w} = \int_{t_1}^{t_2} \dot{Q}_{e,w} \; dt
\]
The values $\theta_{\varepsilon,\omega}$ and $\phi_{\varepsilon,\omega}$ are the accessibility and proportion parameters respectively (R-C network) of the considered wall. They are obtained using the admittance method mentioned above (Masy, 2008).

On the outdoor side, in the case of external walls, solar gains and sky infrared losses are taken into account and injected or taken out of the surface node of the wall (Figure 5). The external surface convective heat transfer coefficient is based on the following formula (eq. 21) for $Re$ from $5 \times 10^5$ to $10^8$ and $Pr$ from 0.6 to 60 by (Incropera and DeWitt, 1996):

$$Nus = \left(0.037 \times Re^{\frac{1}{3}} - 871\right) \times Pr^{1/3}$$  

On the indoor side, radiation gains (solar gains entering the zone through windows and radiation part of internal loads) are distributed over all the internal surfaces and injected on internal surface nodes. The convective and radiation fractions of internal gains are estimated according to ASHRAE (2009). Radiation heat exchanges between walls are computed by means of the view factors method. In order to analyze the internal surface radiant exchanges ($Q_{W,rad}$) for a multi-surface case, each surface $i$ of the enclosure can be characterized by its uniform radiosity and irradiation. The net radiative heat flux of the ceiling surface can be evaluated by Eq. (22) and (23) from radiosities ($J_i$), emissivities ($\varepsilon_i$), areas ($A_i$), view factors ($F_{ij}$) and black body emissive powers ($E_{bi}$):

$$Q_{W,rad} = \sum_{i=1}^{N} A_i \times F_{ij} \times (J_i - J_j)$$  

$$\frac{E_{bi}}{E_{bj}} = \sum_{j=1}^{N} A_j \times F_{ij} \times (J_i - J_j)$$  

The view factors can be calculated using the software EES (Klein, 2008) for the configuration and the surfaces and sphere positions shown in Figure 7. The number of surfaces and position of the globe sensor are fixed according to the experimental conditions during laboratory test and/or commissioning processes. These conditions consider the possible stratification of the surface temperature in the ceiling, internal walls and façade.

MRT calculation

The operation conditions and performances of a radiant ceiling system during the commissioning processes must be evaluated not only in terms of capacity of the system but also considering the comfort of the occupants. As the radiant ceiling can be operating correctly according to the design conditions (as-built files) its operation must be related also with its global behavior considering the interaction with the fenestration and ventilation system. The resultant temperature and PMV-PDD indices are therefore used here as comfort variable in order to evaluate the global performance of the system.

In this study the resultant temperature is estimated from the base of the calculated mean radiant temperature (MRT) viewed by a sphere of 60 cm of diameter (representing a seat person) placed in different positions into the room and the room air and surfaces temperatures calculated by the model. The MRT temperature can be calculated as given by eq. 24.

$$MRT = \left(\sum F_{0,j} \times T_{is,j}^4\right)^{1/4}$$  

The view factors ($F_{0,j}$) can be calculated using the software EES (Klein, 2008) for the configuration and the surfaces and sphere positions shown in Figure 7. The number of surfaces and position of the globe sensor are fixed according to the experimental conditions during laboratory test and/or commissioning processes. These conditions consider the possible stratification of the surface temperature in the ceiling, internal walls and façade.
evaluate the comfort conditions in different places into the room, in the frame of the design or commissioning process.

PMV and PPD indices are calculated by means of the classical Fanger’s method described in ASHRAE (2009).

COMMISSIONING CASE STUDY

The cooling ceiling system of a commercial building in Brussels is experimentally evaluated by means of a functional test procedure and a detailed dynamic thermal model of this system and its environment. The commissioning procedure and the experimental set-up are described in details in Fonseca et al. (2009b). In that work, a static model was used to evaluate the radiant ceiling performance. It was found that even if the radiant ceiling is operating according to the manufacturer data, the comfort of the occupants is not always reached. Due to the extended glazing surface of the building, overheating is noticed in zones submitted to solar heat gains. Indeed, the PMV value was about 1.6, resulting in a PPD of about 57 %. At the end of this first study, it was concluded that the cooling ceiling must be evaluated together with its designed environment and not as separate HVAC equipment. Therefore in this work the system is evaluated coupled with its environment and considering transient behavior by means of the model described above.

Building and radiant ceiling characteristics

The radiant ceiling consists in capillary tube mats installed on top of perforated metal panels with upward insulation. The internal walls are made in security glazing and isolated metallic panels. The floor and ceiling slab are made in 130 mm concrete layer. The floor is composed by a carpet on metal deck above an air space 10 cm (see Figure 8).

The double skin façade is composed of an external double glazing, a ventilated air layer with solar protections and an internal single glazing. The cavity between the two glazed layers is ventilated with return room air, which is extracted from the room at the base of the glazing and rejected to the ventilation system from the top. The shading devices between two layers of glazing capture the major part of the incident solar energy within the cavity. The hydraulic circuit is shown in Figure 9. Only 77% of the ceiling surface is active.

Measurements

The dynamic test was performed during summer time (July 7). The cooling ceiling is activated from around 5:30 to 19:30.

Figure 10 shows that the air control temperature (red curve) of the system (taken with the system sensor) is systematically lower than the resultant temperatures (measured at 75 cm from the floor and 1.5 m and 0.5 m from the façade, green and black curves). It is due to the wrong position of the control sensor into the room (close to the room door, Figure 9) that not considers the overheating close to the facade.

At the beginning of the test, the ventilation system is used to supply warm air to simulate internal thermal loads (occupancy). For the dynamic simulation it is assumed that all of the adjacent zones are at the same air temperature. The ventilated façade cavity is considered as an adjacent zone characterized by a temperature equal to the average of the measured supply and exhaust air temperatures. The heat transfer coefficient on the outer face of the glazing is calculated by equation 21, from the measured mass flow rate and velocity considering forced convection.
The Root Mean Square error (RMS) is used to compare the measured and calculated values of the temperatures profiles (eq. 25).

$$\text{RMS} = \sqrt{\frac{\sum_{i=1}^{n} (t_{\text{meas}} - t_{\text{model}})^2}{n}}$$ (25)

**Commissioning results**

The contact thermal resistance and heat transfer coefficient of this type of radiant ceiling are obtained in steady state conditions from experimental test (Fonseca et al. 2009a) and used in the dynamic model as parameters. The parameters to calibrate here are the distance and velocity of the jet detachment considering that they are specific to the diffuser model.

The comparison between the calculated and the measured values of the room air temperature and water exhaust temperatures are shown, respectively, in Figures 11 and 12. The measured and calculated values of the resultant temperature at 75 cm from the floor and 1.5m from the façade are shown in Figure 13. A maximal variation of 0.5K is observed. The RMS errors are given in Table 1 and are of the same order of magnitude as the measurement uncertainty (Fonseca et al., 2009b).

<table>
<thead>
<tr>
<th>Temperature</th>
<th>RMS value</th>
</tr>
</thead>
<tbody>
<tr>
<td>Air room</td>
<td>±0.39K</td>
</tr>
<tr>
<td>Water exhaust</td>
<td>±0.43K</td>
</tr>
<tr>
<td>Air resultant</td>
<td>±0.47K</td>
</tr>
</tbody>
</table>

As a part of the commissioning process, the dynamic model of the radiant ceiling system coupled with the room, allows an evaluation of the possible measures envisaged to improve indoor comfort. If the panels close to the façade were activated, the effective radiant ceiling area would be enhanced of 18%. The effect of this modification (m1), with the other conditions unchanged, on the resultant temperature previously calculated (condition initial (in)) can be observed in Figure 14. Only an average reduction of 0.35 K on the resultant temperature can be reached by means of this modification.
A second measure could be the lowering of the supply water temperature. Of course, this modification of the operating conditions is limited to avoid condensation risk. The effect of a reduction of 1.5K (13.5 to 12 °C) is shown in Figure 14. Actually, the combination of these two measures does not lead to a sufficient improvement and the only way to reduce the room resultant temperature in an efficient manner is to consider some modification of the shading devices.

CONCLUSION

A dynamic model of a radiant ceiling system and its environment are presented here as a part of a commissioning study. A good agreement is found between simulated and measured values. The results show that the RMS error between simulated and measured values is lower than ±0.5 K. The theoretical approach gives to the user an appropriate tool for preliminary calculation, design and diagnosis in commissioning processes.

The radiant ceiling behavior must be verified by coupling it with the corresponding structure of building (Facade, walls, internal loads and ventilation system), climate and functioning conditions. Therefore a simulation of the whole system must be performed by using a dynamic model and this procedure should be included in the Functional Performance Testing (FPT) of this system for the commissioning procedure.

REFERENCES


